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A novel fully passive small modular superheated water reactor (SWR) for underwater
deployment is designed to produce 160 MWe with steam at 500ºC to increase the ther-
modynamic efficiency compared with standard light water reactors. The SWR design is
based on a conceptual 400-MWe integral SWR using the internally and externally cooled
annular fuel (IXAF). The coolant boils in the external channels throughout the core to
approximately the same quality as a conventional boiling water reactor and then the
steam, instead of exiting the reactor pressure vessel, turns around and flows downward in
the central channel of some IXAF fuel rods within each assembly and then flows upward
through the rest of the IXAF pins in the assembly and exits the reactor pressure vessel as
superheated steam. In this study, new cladding material to withstand high temperature
steam in addition to the fuel mechanical and safety behavior is investigated. The steam
temperature was found to depend on the thermal and mechanical characteristics of the
fuel. The SWR showed a very different transient behavior compared with a boiling water
reactor. The inter-play between the inner and outer channels of the IXAF was mainly
beneficial except in the case of sudden reactivity insertion transients where additional
control consideration is required.
Copyright © 2016, Published by Elsevier Korea LLC on behalf of Korean Nuclear Society. This
is an open access article under the CC BY-NC-ND license (http://creativecommons.org/
licenses/by-nc-nd/4.0/).1. Introduction
Traditionally, the pursuit of a higher temperature and harder
spectrums are the two key paths taken for improving the
current light water reactor (LWR) technology. While the latter
is focused on improving fuel utilization, the former is focused
on improving the economics of the reactor through an in-
crease in power conversion efficiency. With the current vast
uranium reserves, improving the economics of a nuclearirvan).
sevier Korea LLC on beha
mons.org/licenses/by-ncreactor is of more importance than fuel utilization. In the
initial phases of the development of the current LWR tech-
nology, the concept of a superheat water reactor (SWR) was
explored in the 1950s and 1960s, with only a few years of
operational experience accumulated in the US, Sweden, So-
viet Union, and Germany. The main motivation behind the
SWR concept is to produce superheated steam at approxi-
mately 500e600ºC, to increase the thermodynamic efficiency
of LWRs that produce steam at approximately 300ºC. A 200ºClf of Korean Nuclear Society. This is an open access article under
-nd/4.0/).
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increase in efficiency (or 10% relative increase) with an ideal
simple steam Rankine cycle [1].
Superheating steam has been used in the power industry
for many decades. In addition to an increase in efficiency, the
turbine performance is improved by avoiding the presence of
droplets in saturated steam.The turbine blades can go through
erosion and pitting when exposed to water droplets at high
speeds, thus reducing their lifetime. The higher steam tem-
perature will also have broader applications such as industrial
process heat and liquid fuel production. The formerUSAtomic
Energy Commission funded many prototype superheat re-
actors. Other countries also started similar programs. These
nuclear systems can be divided into two categories: (1) super-
heating within the core; and (2) superheating outside of the
core. In the latter design, superheating was achieved by use of
fossil fuels. The pressurized water reactors (PWRs) or boiling
water reactors (BWRs) were coupled to a coal- or oil-fired
power plant for increased thermal efficiency. In the former
case, the steam from a BWR was used as the input to the
reactor core which was cooled by the superheated steam and
moderated by light water. The superheat core was either in-
tegrated in the same core or a separate reactor. In both cate-
gories, the operation reliability (e.g., capacity factor) of both
nuclear and fossil power plants was not as high as today [1].
Table 1 lists the various nuclear reactor designs that produced
superheated steam as a product. In order to withstand high
temperature steam,manyof thesedesignsadopted steel alloys
which were popular by their construction time instead of zir-
caloy.However, no significant operational experiencewas gain
and fuels were taken to very low burnups.
Improving the economic performance of small modular re-
actors (SMRs) is key for allowing their deployment. The
Felxblue, a 160-MWe SMR designed by DCNS, is an off-shore
underwater reactor using the traditional PWR technology andTable 1 e Design characteristics of the nuclear power plants w
Reactor Designer Moderator Coolant Thermal
power
(MWt)
A. Nuclear power plant with fossil-fired superheater
Elk River AC H2O H2O 58.2 (N) 14.8(F)
Indian Point I B&W H2O H2O 585 (N) 215(F)
CVTR West. D2O D2O 65
B. Nonintegral nuclear superheater
EVESR GE H2O Steam 17
C. Integral nuclear superheater
BORAX-V ANL H2O H2O & STEAM 35.7
BONUS GNEC H2O H2O & steam 50
Pathfinder AC H2O H2O & steam 203
APS-1 USSR Graphite H2O & steam 30
Beloyarsk-1 USSR Graphite H2O & steam 285
Beioyarsk-2 USSR Graphite H2O & steam 457
Marviken Sweden Graphite D2O 593
HDR Germany H2O H2O & steam 100
B, boiler; F, fossil fuel power plant; N, nuclear power plant; S, superheatelayout [15]. While Flexblue utilizes technology-ready and
proven systems, the design iswithin a large expensive hullwith
the LWR pedestrian thermodynamic efficiency of 33%. In order
to increase both the compactness and efficiency of the Flexblue
design, the integral superheater class of SWRs is considered for
this study. Specifically, the use of a SWR conceptual design by
Ko and Kazimi in 2010 [1] is investigated. The reason the earlier
integral nuclear superheater concepts or other conceptual in-
tegral SWR designs discussed in literature were not chosen for
such an application is that they all suffered from power/flow
mismatch stability issues, since they isolated boiling in one
regionof the coreandsuperheating the steam inanother region.
In the Ko and Kazimi design [1], this is solved by using
internally and externally cooled annular fuel (IXAF). The
coolant boils in the external channels throughout the core to
approximately the same quality as a conventional BWR and
the steam is separated from the liquid with the use of tradi-
tional separators. This saturated steam, instead of exiting the
reactor pressure vessel (RPV), turns around and flows down-
ward in the central channel of some IXAF fuel rods within
each assembly and then flows upward through the rest of the
IXAF pins in the assembly and exits the RPV as superheated
steam as shown in Fig. 1. The Ko and Kazimi [1] study can be
referred to for a more detailed discussion on the design's
operational performance, including startup. The IXAF fuel
concept has been extensively studied in the 2000s for both
PWRs and BWRs [16] and is currently being irradiated in Korea
to assess its application for providing power uprates to the
OPR1000 PWR design [17]. In addition to compactness and an
increase in efficiency relative to a PWR technology, SWR
technology cannot be readily used for propulsion because of
power oscillations induced by ship motion due to operation
with a two-phase flow and susceptibility to flow instabilities.
This will give the SWR an edge in terms of dual use resistance
of a nuclear technology for offshore seabed deployment.ith superheat [1e14].
Efficiency
(%)
Steam
exit
temp.(C)
Material
Fuel Clad
30.8 441 UO2e ThO2 SS
32.0 538 UO2e ThO2 SS
29.2 385 UO2 Zr-4
e 493 UO2 SS
(T) 454 UO2 (B)
UO2 SS CERMET (S)
304 SS (B) 304 SS (S)
32.6 482 UO2 (B) UO2 (S) Zr-2 (B) 316 SS (S)
30.5 441 UO2 (B)
UO2eSS CERMET (S)
Zr-2 (B) 316L SS (S)
(T) 299 U-alloy SS
33 500 U-alloy SS
35 500 U-alloy SS
33.7 475 UO2 (B)
UO2 (S)
Zr-2 (B) Inconel (S)
25.0 457 UO2 (B)
UO2 (S)
SS (B) Inconel (S)
r; T, test reactor.
Fig. 1 e Flow configuration of the superheated water
reactor design by Ko and Kazimi [1].
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For this study, the assembly of the SWR has the same di-
mensions as an earlier Massachusetts Institute of Technology
(MIT) design [1], as shown in Fig. 2. While the dimensions are
not fully optimized, at the power density of 50 kW/L, the
design meets the critical power limits on its outer channels
and produces a steam temperature of approximately 510ºC
(783 K) in the internal channels. In this study, a lower power
density of 40 kW/L is assumed. This is to account for the ex-
pected higher local peaking factors which results from the
smaller core along with a desired 5-year fuel cycle length
compared with the original design of a 400-MWe reactor core
by Ko and Kazimi [1].
At 40 kW/L, the steamoutlet temperature is estimated to be
at 750 K using the RELAP5 code which is approximately 40 K
lower than the previous analysis by Ko and Kazimi [1]. In the
previous analysis, a constant pressure in the steam channels
was assumed in the calculations, resulting in an over-
estimation of the exit temperature by 16 K. The other reason
for such a discrepancy is that changes in the fuel thermal
conductivity, as well as the gap conductance results in a
different estimation of the steam outlet temperature, since it
changes the power split between the outer and inner chan-
nels. Two increases in the inner or outer gap conductance
results in an approximate 50-K change in the steam outlettemperature. While the steam in each stage of superheating is
collected in a single plenum region, the changes in fuel and
gap temperatures need to be carefully calculated and pre-
dicted in order to accurately assess the system outlet tem-
peratures as well as the local safety margin of such core
design. Fig. 3 shows the calculated axial temperature profile of
steam and the inner channel outer surface cladding for the
average powered assembly and a hot assembly with radial
peaking factor of 1.45. For these simulations a cosine shaped
power profile with peak of 1.55 is assumed.
Fig. 3 shows that at thebeginningandendof theaxial length
of the fuel, there is energy transferred from the steam to the
fuel, since the fuel heat generation rate is so low. This also
implies that the outlet steam temperature is also sensitive to
the axial power profile. Additionally, with regards to the di-
mensions of the gap, fuel thickness can be adjusted to mini-
mize the heating of the top of the fuel by steam. Since the
RELAP model assumes a constant gap conductance and does
not account for material dimension changes as a function of
temperature (e.g., thermal expansion), the FRAPCON-Annular
code [18] was utilized to compare with RELAP calculations.
FRAPCON-Annular, which is able to model dual cooled fuel,
simulated SWR fuel geometry for both the steam downflow
and steam upflow pins to understand the evolution of
cladding-gap and other fuel pin thermomechanical properties
as a function of burnup. A conservative simulation using a
linear heat generation of 32.6 kW/m with the RELAP assumed
axial power profile over 5 yearswas simulated. The cladding in
this simulation was FeCrAl alloy, which was chosen due to its
superior corrosion performance as discussed in the following
section. As shown in Fig. 4 (left), the inner gap remains rela-
tively stable while the outer gap decreases, similar to what is
observed in a regular PWR.As seen, themaximumannular fuel
temperature is lower than a typical solid pin PWR/BWR fuel
(>1,200 K), leading to lower fission gas release and low plenum
pressures (approx. 5MPa at end-of-life). The fuel temperatures
calculated by RELAP5 are also in the same range as calculated
with the FRAPCON code that accounts for more detailed ma-
terial properties. Sensitivity of the outlet temperature over
time to the assumption of a cosine and bottom-peaked cosine
power distribution and a fuel-clad gap was found to be within
approximately 10 K and considered negligible. The effect of a
gap evolution on the steam/cladding temperature was more
significant for the steam downflow pins comparedwith steam
upflow pins, as shown in Fig. 4 (right).3. Cladding options
3.1. Corrosion
In this section, the options for cladding material for the SWR
design are discussed. The current LWR cladding is required to
meet the limit of 17% equivalent cladding oxidation at the end
of its core residence life. Also, there are transient limits that
dictate the allowable cladding oxidation thickness. Therefore,
under a steady state operation, it is desirable for the cladding
to go through oxidation at levels well below the 17% accident
limit. From Figs. 3 and 4, it can be inferred that the cladding
Fig. 2 e The superheated water reactor assembly design specifications. D, diameter.
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fuel cycle. Alloys T91 and Inconel 718 optionswere considered
by Ko and Kazimi [1], due to a reported favorable experience in
a radiation environment. Three other materials are consid-
ered as cladding in this work: SiC/SiC ceramic composite and
FeCrAl, which are currently under development by the acci-
dent tolerant fuel program in the US for LWR applications [19]
and Type-310 stainless steel that is known to have very high
oxidation resistance. Table 2 lists the percent cladding
consumed by oxidation during 5 years of operation in steamat
their respective conditions. The table also lists the references
for the oxidationmodels which are empirically based on a few
day's oxidation data used for each cladding. For SiC oxidation,
the data from Robinson and Smialek [20] goes up to 15 atm,
while the data for Pint et al. [19] is only for atmospheric
pressure. The flow velocity is only approximately 0.1 m/s in
the Pint et al. [19] data, while in Robinson and Smialek [20] it is
up to 24 m/s. The model from Robinson and Smialek [20]
predicts the oxidation rate reported by Pint et al. [19] for
alpha phase SiC with reasonable accuracy. Unlike metals, the
SiC oxidation rate is dominated by its volatilization by forming
silicon hydroxide species. This volatilization rate is dependent
on velocity as well as pressure and the partial pressure ofFig. 3 e The axial temperatures for the peak assemoxygen in the steam. The SWR has pressures up to 73 atm and
a steam velocity of 35 m/s. Therefore, in the absence of
experimental data, the model from Robinson and Smialek [20]
was used outside its range of applicability. As shown, SiC-
based cladding will most likely not be feasible to be used in
a SWR for 5 years. Even though the oxidation data for metals
in Table 2 are at atmospheric pressure, it is expected that they
would go through a similar rate of oxidation at the high
pressures of the SWR. This is at least true for the FeCrAl alloy,
since the necessary oxygen potential for the oxidation of Al is
so low that at even very low oxygen partial pressures it is
expected to oxidize. Although there were no data found on
high pressure oxidation of Type 310 stainless steel cladding,
the data for other steel alloys such as T91, shows no effect of
steam pressure on oxidation at the temperature range of a
SWR [21], though T91 is a ferritic material.
As listed from Table 2, the FeCrAl and Type 310 stainless
steel show the most promise as a cladding material to with-
stand high degrees of oxidation at the conditions of interest.
No decisive conclusion can be drawn for SiC in the absence of
experimental data at conditions of interest, although it is ex-
pected that higher pressures and a higher velocity increase its
corrosion rate in steam.bly for the superheated water reactor design.
Fig. 4 e The evolution of fuel-cladding gap (left) and maximum fuel and cladding temperature for the downflow/upflow/
superheated water reactor pins.
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The assembly shown in Fig. 2 was modeled in a commercial
reactor physics tool, CASMO4 [24]. CASMO4 is able to produce
a reactivity decrement per unity energy extracted from a SWR
assembly. Assuming neutron leakage of 6% [25] for the SWR
core, the enrichment required for each cladding option to
meet a 5-year cycle with 40 kW/L power density can be
calculated. The FeCrAl and Type 310 stainless steel cladding
results in average core enrichments of 8.83% and 9.4%,
respectively. The Type 310 stainless steel, due to its nickel
content, requires 0.6% higher enrichment compared with
FeCrAl. Compared with a PWR of similar power output and
cycle length with standard zircaloy cladding, the Type 310
stainless steel enrichment is 4% higher. The higher enrich-
ments results in fuel costs of 3,566 $/kgU and 3,814 $/kgU for
FeCrAl and Type 310 stainless steel cladding, respectively,
estimated with the Ux fuel cost calculator (http://www.uxc.
com/tools/FuelCalculator.aspx). This is a 70% and 80% in-
crease in fuel costs for FeCrAl and SS-310 compared with a
PWR fuel. The levelized cost is not as high as the fuel cost due
to the higher thermal efficiency and specific power. The FeC-
rAl has a levelized cost of 12.4 million/kW/h and the Type 310
stainless steel has levelized cost of 13.3 million/kW/h,
compared with 9.5 million/kW/h for a PWR of a similar once-Table 2 e The superheated water reactor cladding option
oxidation during 5 years of assumed operation.
Material Conditions Cladding lost (%) Reference
SiC 1,000 K; atm 0.01 [19,20]
SiC 1,000 K; 7.2 MPa 5 [20]
SiC 1,273 K; atm 1.10 [19,20]
SiC 1,273 K; 7.2 MPa 80 [20]
FeCrAl 1,273 K; atm 2.25 [19]
SS-310 1,273 K; atm 5.50 [19]
Inconel 718 1,000 K; atm 100 [22]
T91 1,000 K; atm 100 [23]through fuel cycle. The 30% and 40% higher levelized cost for
the claddings could result in a 6% or 8% higher overall lev-
elized cost of electricity, if the fuel cycle cost is assumed to be
approximately 20% of the total levelized cost of the plant.
Since no SMRs of this type or land based have been built,
the capital cost (45%) and operation and maintenance cost
(35%) typically assumed for LWRs [26], might not be valid and
more uncertain than the fuel cycle cost. The core internals of
the SWR also need to be rated at approximately 1,000 K, most
likely made of Type 310 stainless steel, since it is a more
mature material than FeCrAl. According to AK Steel Corpora-
tion (www.aksteel.com), the cost of SS-310 is approximately
twice as much as SS-316 used in PWRs. The cost savings from
elimination of the steam generators as well as having half as
thick pressure vessel and piping should offset the higher price
of Type 310 stainless steel. Also, operation at approximately
500ºC could enable nonelectricity applications such as more
efficient industrial process heat.4. Plant layout
Fig. 5 displays the SWR layout for an offshore seabed setting
alongwith some selected design specifications comparedwith
an integral PWR (iPWR) SMR [27]. The hull size has a diameter
of 14 m and a height of 20 m with similar elevated internal
suppression pool, used for decay heat removal as well as
safety functions. The core can be depressurized using the
decay heat removal heat exchangers (DHR HEs) in the internal
suppression pools. There is also additional water around the
vessel that can flood the core cavity to keep the core covered in
case of steam line breaks. Alternatively, this space can be used
for auxiliary systems. There is also an emergency boron tank
to ensure shutdown in case of anticipated transients without
Safety Control Rod Axe Man (SCRAM). As shown in Fig. 5,
while the power density of the SWR is lower than the iPWR,
the RPV diameter is smaller since no heat exchanger or steam
generator is present. Also, the RPV thickness is approximately
Fig. 5 e The superheated water reactor (SWR) small modular reactor layout along with some design specifications. ave,
average; CRD, control rod drive; D, diameter; DHR HE, decay heat removal heat exchanger; EBT, emergency boron tank;
iPWR, integral pressurized water reactor; ISP, internal suppression pool; N/A, not applicable; RPV, reactor pressure vessel.
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pumps are connected to the RPV in a manner similar to the
advanced BWR (ABWR) design. The core pressure drop per
unit length is higher than a typical PWR andmuch higher than
an iPWR as shown in Fig. 5. However, the pump head is
actually relatively low, ~16 kPa, since the average coolant
density of the SWR is small resulting in a lower gravity pres-
sure drop. The RPV also has to be situated at a higher elevation
relative to the bottom of the hull in order to accommodate the
standard BWR control rod drives (CRDs) from the bottom. It is
noted that for the SWR, the steam dryers may not be neces-
sary, since superheating occurs in the core before the steam
reaches the inlet to the turbine. As a last resort, there is a heat
exchanger to cool the containment with the seawater on top
of the hull, if desired, though the safety analysis of similar hull
geometry implies that such a feature is not necessary [27].
The noted 40% thermal efficiency is calculated by
assuming the power cycle technology is based on SST-700
turbine model from Siemens [28] and the turbo-machinery
isentropic efficiency will improve to 90% by the 2030-time
frame. The SST-700 features both a high pressure and low
pressure turbine with a feedwater heater system.5. Safety assessment
The safety of the 400-MWe MIT SWR design was assumed to
be similar to typical BWRs [1]. In this section, the transient
response of the SWR for a few selected transients is simulated.It is expected that the behavior during longer term transients
would be the same as for other BWRs with similar passive
safety systems, such as the economic simplified BWR. The
RELAP5 nodalization of the SWRwith specifications of Fig. 5 is
shown in Fig. 6. The core internal structures were assumed to
be perfectly insulated for a conservative response. The
boundary conditions utilized were the feedwater inlet tem-
perature and turbine inlet pressure. The core is divided into
two sections: (1) average assembly; and (2) hot assembly. The
hot assembly has 1.45 times the average assembly power
rating with a similar assumption as the Fig. 2 analysis. Before
the accident scenarios are simulated, the SWR RELAP5 model
was first run for 200 s, in order to reach steady state.
A point kinetics model was used to model neutronic feed-
back of the core. The void coefficient used in the point kinetics
model was based on single assembly CASMO4 neutronics
calculations. The magnitude of the void coefficient was
calculated to be 60% of a nominal BWR (~e100 pcm/%void) and
negative. The smaller void coefficient is an advantage during
an overpressurization transient as well as for flow thermal
hydraulic stability. The control rod worth was assumed to be
the same as a typical BWR. This is conservative as the SWR rod
worth is required to be higher than typical BWRs to meet the
minimum shutdown margin of 1% reactivity. The SWR rods
require enriched boron or effectively one CRD per assembly as
oppose to one CRD per four assemblies in a typical BWR. The
disadvantages of a larger number of CRDs are the additional
cost as well as more CRD penetrations in the bottom of the
vessel. The disadvantage of an enriched-boron CRD is its
Fig. 6 e The RELAP5 nodalization of the superheated water reactor.
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detailed stability analysis of the reactor was not performed
since the outlet quality of the SWR is similar to a regular BWR.
The less negative void coefficient and shorter height of the
active fuel also provides stabilizing effects. Therefore, it is
expected that the two-phase flow stability performance will
be better than a typical BWR during steady state and antici-
pated operation occurrences. Table 3 lists the considered ac-
cidents and brief descriptions of the SWR's ability to respond
to a decrease in RPV water level and core flow rate with an
increase in RPV pressure and loss of coolant in four separate
accidents.5.1. Total loss of feedwater
In this accident, the feedwater decays to 0 in 5 s as listed in
Table 3. Following the loss of feedwater, core safety requires itTable 3 e List of accident sequences modeled in RELAP5.
Accident
Total loss of feedwater (decrease in RPV water level)
Turbine trip without bypass (increase in RPV pressure)
Total pump trip (decrease in core flow rate)
Main steam line break (loss of coolant accident)
DHR HE, decay heat removal heat exchangers; MSIV, main steam isolat
SCRAM, Safety Control Rod Axe Man.to be covered until the DHR HE condensate flow enters the
core. In the ABWR, this sequence results in a RPV water level
decrease by 2.5 m [29]. As shown in Fig. 7 (left), the core re-
mains covered as the water level is only decreased by
approximately 1 m, which is lower than the ABWR design [29].
Fig. 7 (left) also displays the water level decreased by 0.5 m
before the reactor SCRAM occurs after 7.5 s. The steam tem-
perature does not increase significantly as the increased
boiling on the outer fuel surface results in a higher steam flow
rate as shown in Fig. 7 (right). Therefore, the SWR design
performs satisfactorily in this accident.5.2. Turbine trip without bypass
During the turbine trip without bypass transient, the turbine
valve suddenly closes while the bypass valve fails to open.
This results in a pressure wave traveling back to the reactorSequence (sec)
0: Trip of all feedwater pumps initiated.
5: Feed water flow decays to zero
7.5: Reactor SCRAM due to low water level and trip of four RIPs.
49.5: DHR HE flow enters vessel (end of simulation).
0: Turbine trip initiates closure of main stop valves.
0: Turbine by pass valves fail to operate.
0.01: Main turbine stop valves reach 85% open position.
0.01: Turbine stop valves are closed.
0.15: Bypass valves fail, SCRAM, and four RIP trips are initiated.
1.7: Safety/relief valves open due to high pressure.
10: End of simulation.
0: Trip of all RIPs initiated.
1.22: Reactor SCRAM.
1.85: Feedwater flow pump trip.
1.97: Turbine trip initiates bypass operation.
30: End of simulation
0: 40 cm diameter pipe break which triggers the SCRAM signal.
5: MSIV is closed, which stops the loss of coolant.
50: End of simulation
ion valve; RIP, reactor internal pump; RPV, Reactor Pressure Vessel;
Fig. 7 e The reactor pressure vessel (RPV) water level (left) and the average temperatures in core regions (right) of the
superheated water reactor design during the loss of total feedwater accident.
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including the SWR design, have negative void coefficients of
reactivity, the collapse of the voids results in positive reac-
tivity and a power spike. The failure of the bypass valve sends
a SCRAM signal. The power spike also results in a high RPV
pressure and opening of the safety relief valves. The sequence
is summarized in Table 3, which is similar to the ABWR
sequence [29]. Fig. 8 displays the power and the maximum
cladding temperatures along with the core outlet steam tem-
perature during the transient for two different cases. In Case
1, a SCRAM is initiated due to the failure of the bypass valve to
open, while in Case 2, a SCRAM is initiated due to the closure
of the trip valves (0.15 s sooner). The peak power reached in
Case 2 is closer to that of the ABWR during this accident
sequence [29] and it does not result in any increase in peak
cladding temperature. In Case 1, the higher power spike re-
sults in the deposition of power in the steam side of the fuel.
Since a small amount of enthalpy is required to raise a su-
perheated steam temperature, the cladding temperature in-
creases rapidly. This is unique to the SWR design due to theFig. 8 e The core power (left) and maximum cladding and core
without bypass transient.presence of superheating. If the SWR void coefficient was the
same as the ABWR, the peak cladding temperatures would
have reached approximately 1,800 K, since more reactivity is
inserted resulting in reaching a higher power.
The maximum pressure rise in the RPV is approximately
0.6 MPa for Case 1, while no significant rise is observed for
Case 2. These values are less than for the ABWR pressure rise
of 1.3 MPa and the pressure stays below the RPV design
pressure of 8.5 MPa [29]. The hot assembly outlet quality for
both cases did not significantly increase from its steady state
value, implying that there are no critical power concerns for
both cases. Based on this initial analysis, for this transient, the
SWR design performance is acceptable, though it is desirable
to have the SCRAM signal transmitted upon the turbine valve
closure to improve performance.5.3. Total pump trip
During the pump trip transient, all the pumps are tripped and
the SCRAM signal is initiated following a 1.22-second delay,outlet steam temperatures (right) during a turbine trip
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feedwater pumps are also tripped following the SCRAM signal,
as listed in Table 3. Fig. 9 (left) shows that the water level does
not decrease below zero (e.g., top of the fuel rods) and does not
result in core uncovery. In the ABWR design, the core does
briefly uncover resulting in higher cladding temperatures.
However, in the SWR design the cladding temperature never
rises above its steady state temperature. When the core flow
rate decreases, it results in a higher flow rate in the inner
channels, as shown by the increase in the equilibrium quality
on the outer channel in Fig. 9 (right). This is a unique behavior
of the SWR as the increase in boiling on the outer channel
results in a lower power fraction toward the inner channel.
This, combined with the higher mass flow rate of steam
escaping the vessel, results in eventual inner side condensa-
tion due to low pressure. Since the inner side experiences
condensation, two-phase flow instabilities could develop
under certain conditions. However, such analysis is not
covered in this work and further analysis is needed in this
area. The analysis suggests that the SWR design behaves
safely during the total pump trip transient, mainly due to theFig. 9 e The reactor pressure vessel (RPV) water level (left) and
pump trip transient.
Fig. 10 e The steam dome pressure (left) and reactor pressure v
accident.core remaining covered. This is unique to the SWR design due
to the ability of the inner channel to increase its cooling power
of the fuel if an increase in boiling occurs in the outer channel
(hence, higher steam flow rate). This design feature is similar
to the negative moderator temperature/density feedback of
reactivity but for thermal hydraulics.5.4. Main steam line break
Unlike the ABWR Nuclear Regulatory Commission design
certification, where only one of the four main steam lines is
assumed to break [29], a double guillotine break of all of SWR's
steam lines is assumed for conservatism. It is noted that in
this simulation, only one steam line was modeled, which
could be the case in a real plant design. The break is modeled
as a 40-cm diameter pipe break which triggers the SCRAM
signal. Themain steam line isolation valve is closed after 5 s of
break development, which stops the loss of coolant. Fig. 10
displays the steam dome pressure and RPV water level for
this transient. Similar to the pump trip transients, the core
does not uncover due to the “negative thermal hydraulichot assembly exit equilibrium quality (right) during the all
essel (RPV) water level (right) during the steam line break
Fig. 11 e The maximum cladding temperatures on the inner channel and outer channel cladding outer surface (left) and
containment (hull) pressure (right) during the steam line break accident.
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The initial decrease in steam dome pressure seen in Fig. 10
(left) is due to the break, while the pressure goes back up to
the opening set point pressure of the relief valves. Due to the
decay heat, water continues to boil which adds steam to the
RPV that cannot escape because of the main steam line
isolation valve closure.
Fig. 11 (left) shows that the maximum outer cladding
temperature remains at approximately its steady state tem-
perature, while the inner temperature decreases. This is
consistent with Fig. 10 (right), where no core uncovery is
observed. Lastly, using the free volume and suppression pool
volume, shown in Fig. 5, as well as the hull heat transfer co-
efficient on the ocean side calculated with the Churchill-Chu
natural convection correlation [30], the peak pressure in the
containment is estimated and shown in Fig. 11 (right). The
peak pressure is below the 0.8 MPa reached in the standard
Flexblue design with the larger hull volume [15]. Therefore, a
further reduction in the hull diameter may be possible in the
SWR design, although the indefinite coolability has not been
determined in this study. Based on the initial analysis, the
SWR has a safe response during the simulated steam line
break accident. It is expected that the DHR HE in the sup-
pression system, which will act as an isolation condenser and
be able to passively cool the core indefinitely as the heat
transfer around the hull to the ocean, should be sufficient to
support the decay heat removal [27].6. Conclusion
The SWR technology provides higher compactness (30% by
hull volume) and an increase in efficiency (10% assuming
ideal steam Rankine cycle) and more resistance to be used as
a propulsion device compared with a PWR for offshore
seabed deployment. This study outlined a 160-MWe SWR
design with recommended cladding material of either 310 SS
or FeCrAl and passive safety systems to be able to produce an
approximate 500C steam temperature for a 5-year fuel cycle.While the steam temperature produced by the SWR depends
on the fuel thermo-mechanical performance and core power
distribution as displayed by Fig. 4, its sensitivity is expected
to be manageable during operation. The safety analysis in
Section 5 also highlights the unique features of the SWR. The
inherit “negative thermal hydraulic feedback” of the design
was considered advantageous in most transients. While
during fast transients, unless proper modifications to the
current BWR control system is accommodated, such as
actuation of SCRAM signal upon turbine valve closure, a
small amount of power can increase the steam temperature.
Overall, the SWR displays a promising option to reduce the
cost of SMRs compared with PWRs. However, many chal-
lenges remain that need to be addressed including: (1)
licensing of cladding material; (2) beyond design basis acci-
dent performance; (3) experimental demonstration of fuel
thermo-mechanical performance under irradiation; and (4)
feasibility of a reliable operation with 500ºC superheated
steam. A detailed economic analysis needs to be performed
to see if the gain in power conversion efficiency can over-
come the added cost of the fuel and high temperature steam-
resistant piping and structures.Conflicts of interest
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AEC US atomic energy commission
BWR Boiling water reactor
CRD Control rod drive
DHR HE Decay heat removal heat exchanger
EBT Emergency boron tank
iPWR Integral pressurized water reactor
ISP Internal suppression pool
IXAF Internally and externally cooled annular fuel
LBFR Leadebismuth fast reactor
LOCA Loss of coolant accident
LWR Light water reactor
MSIV Main steam isolation valve
PWR Pressurized water reactor
RIP Reactor internal pump
RPV Reactor pressure vessel
SMR Small modular reactor
SWR Superheated water reactorr e f e r e n c e s
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